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2. Old Business

Chairman Hawkins called for any corrections or a motion to approve the minutes of the June 3,
2014, meeting. Commissioner Mitchell moved to approve, with the second by Commissioner
Corey. It was voted upon and carried.

3. Variances

Tabled Variances

Indianapolis, had requested to be tabled. Commissioner M
by Commissioner Corey. It was voted upon and carried.

d to be sprinklered.
ermine if the sprinklers

to provide the sink, Commissioner Brenner moved to table to allow the
sink location to serve both offices and cost information. Commissioner
e second. It was voted upon and carried.

difficulty
owner to fi
Von Deylen mai

Variance 14-06-50 Benteler Automotive Corporation Goshen Campus, Goshen, was represented
by Tim Baldridge, Progressive Engineering. The request was to allow a non-sprinklered steel-
framed, fabric building used for storage to be added to an existing, sprinklered unlimited area
building when the new storage building would encroach on the 60’ side yards required for the



unlimited area building. Following discussion, Commissioner Brenner moved to approve, with
the second by Commissioner Brown. It was voted upon and carried.

Variance 14-06-65 PAL Trailer Leasing, Indianapolis, was incomplete. Commissioner Brown
moved to table, with the second by Commissioner Corey. It was voted upon and carried.

Variance 14-06-69 East View Apartments Building 6, Berne, was represented by Josh Barkley,
Barkley Builders. The request was to allow the use of a 13D sprinkler systent tead of the
required 13R sprinkler system. The water lines available in the area wo support a 13R
system. Commissioner Brown moved to approve, with the second by Cop sioner Brenner. It
was voted upon and carried.

Regular Variances
Chairman Hawkins noted that variance 14-07-1 Lynn e . , 14-
07-20 M0221 s Pizza, Greenfield, 14-07-21 Putn i ibrary Childref’s Area

swationi of Elevators, Muncie,
mmissioner Corey moved to
oted upon and carried. The

and 14-07- 40 Leffler Tlre Apartment Peru, all were incompl
table, with the second by Commissioner Von Deylen. It
Chairman called for any abstentions. Commi
on 14-07-4(a)(b)(c) 500 Wabash Buildin.
Phase II, Indianapolis, and 14-07-55 10
noted he would abstain from voting on

omm och noted he would abstain from
voting on 14-07-10 Card, mes, Fishers. Chairman Hawkins then called for

i ; 2. Cammissioner Brown called out 14-07-10
Cardon 4-Plex Cotta '

Commissioner Cé efthe remaining “A” and “B” variances. The

rence Senior Apartments Indianapolis

CA of DeKalb County Addition, Auburn

g#Sherwood Oaks Christian Church Welcome Center, Bloomington
(6) 14-07-1 ARC Innovations Hotel, Muncie

@) 14-07-1 John E. Worthen Arena Aisle Handrails, Muncie

8 14-07-14(c) Redeemer Lutheran Church Parish Hall Addition, Seymour

© 14-07-17(a)(b)(c) Millikan on Mass Phase II, Indianapolis

(10)  14-07-19(a)(b) Westfield High School Community Stadium, Westfield

(11)  14-07-22 Lids Corporate Headquarters, Zionsville

(12) 14-07-26 Kokomo Water Treatment Plant Chemical Feed Upgrade, Kokomo

@ 1
©))



(13)
(14)
(15)
(16)
(17)
(18)
(19)
(20)
(21)
(22)
(23)
24)
(25)
(26)
@7)
(28)
(29)
(30)
G

The following variances were heard separa

(32)

(33)

14-07-27(a) Euphoria, Bloomington
14-07-28 Post Road Christian Church Assembly Building, Indianapolis
14-07-29 Wayne Street Water Treatment Chlorine Conversion, Noblesville
14-07-31(a)(b) Lakeside Apartments, Carmel

14-07-32 Gumwood Apartments, Mishawaka

14-07-34(c) Tippecanoe Laboratories Building T33, Lafayette
14-07-35(d) Tippecanoe Laboratories Building T18, Lafayette
14-07-37(b)  Tippecanoe Laboratories Building T56, Lafayette
14-07-41 Vigo County School Aquatic Center, Terre Haute
14-07-42 Johnson County REMC, Franklin
14-07-44 Mill Steel 2014 Addition, Jeffersonville
14-07-45 Alcoa Lafayette Aluminum Lithium Cast Fa
14-07-46 American Wholesale Furniture, Indian: :
14-07-47(a)(b)(c) Axis @ Block 400, Indianapolis
14-07-49 Center Grove High School Renovatier
14-07-51(a) Rockstone Pizza / Big Lug’s, Ir
14-07-54(b)  Gateway Apartments, Bloomirigton
14-07-58 Indiana Transportation Museum Tent,
14-07-59(a)(b)(d) Muncie Parking Garage, Muncie

14-07-4(a)(b)(c) 500 Wabash Building, Haute
Ed Rensink,
the lounge
the sprinkdered,
Brown moved

14—07-5Franklin Street Tavern, Evansville

Ed Rensink, RTM Consultants, spoke for Roger Lehman, RLehman Consulting, as
proponent. An existing two story building was having the first floor converted to a tavern,
with apartments on the second floor. A cooler addition will bring the building to within



(34)

(35)

37

6’11” of the property line. The request is to allow the metal-skinned cooler to not have a
1-hour rating since it did not pose a safety hazard which would justify the costs involved
to enclose it. Following discussion, Commissioner Mitchell moved to approve with the
second by Commissioner Von Deylen. It was voted upon and carried.

14-07-6(a)(b) Lawrence Senior Apartments, Indianapolis

used as a high school, was being converted to apartments. The
two historic 3-story stairs to remain unenclosed. An 18 draff curta close spaced

Two new

enclosed stairs were to be provided. Following discussief&ommissioner Brenner moved
to approve, with the second by Commissioner Cg§ It was voted upon and earriéd.
Variance (b) was to allow the use of the 14§ck m wall as the stion
between the existing building and the additien, the required fire wall.
Following discussion, Commissioner Brennér moyedato .dpprove, with the second by

quired fire barrier between the
. Sodium bicarbonate, slightly
he building, and is transported to the process
veyers. The cpnveyer penetrations of the barrier would be
difficult and in the low-hazard facility. The local fire department did not

ing discussign, Commissioner Brenner moved to approve,

S1 storage area and F1 process are
combustible, is stoi S1 portion ©

#d called this application out. Following a statement from
on the need for sprinklering townhomes now and in the future,
missioner Brénner moved that no variance was required. Commissioner Von Deylen
he secc§ It was voted upon and carried, with one nay. Commissioner Hoch

v
14-07-11 Stadium Lofts Garages, Indianapolis

Ed Rensink, RTM Consultants, spoke as proponent. The private garage building for the
apartments will cause the windows to be within 15 feet of the property line instead of the
code-required 20 feet. The exterior wall of the garage facing the Stadium Lofts building



€29

(39)

(41)

will be 1-hour rated and without openings, with a 1-hour roof/ceiling assembly.
Following discussion, Commissioner Cloud moved to approve with the condition that any
load-bearing wall for the two garage units shall be 1-hour rated. Commissioner Corey
made the second. It was voted upon and carried, with one nay vote.

I

14-07-14(a)(b) Redeemer Lutheran Church Parish Hall Addition, Seymg

Tim Callas, J & T Consulting, spoke as proponent. Variance (a) to allow the use of
existing windows and doors in the 2-hour fire wall between the
addition. The addition will be protected with an NFPA 13 spriak
to be a water curtain for window and door openi y
discussion, Commissioner Brown moved to approve, withethe™ nissioner
Mitchell. It was voted upon and carried. Variance i
the courtyard to exceed the 25% allowed by co
Cloud moved to approve, with the second by,
upon and carried.

g discussion, Comn oner
n Deylen. It was voted

of two buildings, structurally indepe hér, is being evaluated under

Chapter 34 for use as a church. The reg he use of the existing 2-hour,
' our fire wall. The 1-story building
would be used a . arm system was to be installed in both buildings,

building. A 2-hour stair enclosure will also

condition ¢hatsq ’
Commissioner C was voted upon and carried.

ants, spoke as proponent. The request was to allow clothes
ed the 25 feet allowed by code. Following a brief discussion,

Tim Callas, J & T Consulting, spoke as proponent. Also presenting was Mike Ley, Vice-
President of the DeKalb County Fair Association. The request was to omit the code-
required sprinkler system for a period of two years until the city lays water lines to the
area, and to allow funds to be gathered for the installation of the system. The primary use



of the facility is to house horses during the fair, but the facility will be used for other
functions during the remainder of the year. When used for other events, a fire watch will
be provided. Following discussion, Commissioner Brenner moved to approve with the
condition that a seating layout be given to the local fire department, the fire watch for
events be staffed at a ratio of one fire personnel to every three hundred occupants, no
fueled-engine events be held, and that the occupant load be limited by exit door width.
Commissioner Hoch made the second. It was voted upon and carried. :

Breaking and reconvening. Chairman Hawkins recessed the Commissio
called back to order at 10:39 a.m.

the table of variance 14-07-1 Lynn Leasing System
made the second. It was voted upon and carried. ’

(42) 14-07-1 Lynn Leasing System Change, Ft. Wayne

Christina Collester, RTM Consultan
noted that the code for which they weg née was being changed to 675
IAC 12-4-9. They had spoken to the , 3 about deactivating the south
building system since it was not repairal d he thovnght the issue had been taken care

i t in non-compliance, resulting in the current
Lutheran ministry assisting the needy in

is Reed §Wlth the presentation. She

ded that no variance was required. The facility was not heated, had
s and no plumbing. Commissioner Cloud made a motion that no

(44) 14-07-24 Hoffman Hotel Artist Apartments, South Bend

Tim Callas, J & T Consulting, spoke as proponent. An existing, 12-story, office building,
which had once served as a hotel, was being converted to apartments. The building could
not pass the Chapter 34 review due to unprotected stair openings which gave them a -36



(45)

(46)

score . Close spaced sprinklers were to be provided on the first floor to protect the
opening into the stair, while all other openings into the stair would be protected with self-
closing 1% hour rated doors. The request was to allow a score of 0 for the protection
alternative offered. Following discussion, Commissioner Brown moved to approve, with
the second by Commissioner Corey. It was vote upon and carried.

14-07-27(b) Euphoria, Bloomington
Melissa Tupper, RTM Consultants, spoke as proponent. The reg s to allow a score
of 0 for the vertical opening portion of the Chapter 34 evalye

second. It was voted upon and carried.

14-07-30 Ivy Tech Noblesville Buildi

Melissa Tupper, RTM Consultants, s 4
School is being converted to Ivy TechilNob
the change of use from an E Occupanc
for new construction
color on the plan

3 Occu w1thout complying with rules
; hey wish4o 0 occupy only the area marked in
ication for the 2014-2015 school year. The
lapm system is being replaced. Following
discussion,

occupy o

e drawing with no occupancy of any other
t of the building was to be blocked, and the

r, RTM Consultants, spoke as proponent. Dawn Lehman, engineer for
oke. The existing building has not changed use since being built in 1952,
but has ged processes and materials. Variance (a) was to omit the continuous
mechanjeal ventilation system. Air louvers and a manual ventilation system will be
provided. Variance (b) was to omit the ventilation system in the chill room for storage of
contact irritants. Variance (c) was to omit smoke and heat vents and curtain boards.
Variance (d) was to omit hose stream allowances in hydraulic calculations for the
sprinkler system since Evonik has an on-site, state certified industrial fire department.



(48)

(49)

€}

Following discussion, Commissioner Cloud moved to approve variances a through d,
with the second by Commissioner Brenner. It was voted upon and carried.

14-07-34(a)(b)(d)(e) Tippecanoe Laboratories Building T33, Lafayette

Christina Collester, RTM Consultants, spoke as proponent. Dawn Lehmén, engineer for
Evonik, also spoke. It was noted that they are building a fire separation and secondary
containment system, as well as sprinklers in the warehouse. Varianee(a) was a request to
omit the smoke and heat vents and curtain boards. Varianc 0 omlt the rated
separation. Variance (d) was to omit hose stream allowance.

approve variances a, b, d and e. The second was
voted upon and carried.

Christina Collester, RTM Consultants, spoke as proponen
Evonik, also spoke. Variance (a) wes e
Chapter 34 for changes made to
variances. Variance (b) was to omit thi
(c) was to not comply with current
Variance (e) was to
omit hose strea
discussion of 3

mply as modified in the
for the office area. Variance

ents and elrtain boards. Variance (f) was to
ation for the sprinkler systems. Following
igsioner Brenner moved to approve all of

dltants, spoke as proponent. Dawn Lehman, engineer for
apec (a) was to omit the continuous mechanical ventilation

t code, but will comply as modified by the variances. Following
ssioner Hoch moved to approve all of the variances, with the second

&
14-07-37(a)(c)(d) Tippecanoe Laboratories Building T56, Lafayette

Christina Collester, RTM Consultants, spoke as proponent. Dawn Lehman, engineer for
Evonik, also spoke. Variance (a) was to omit the continuous mechanical ventilation
system in the H-3 refrigerated building. Variance (c) was to omit the hose stream




(52)

(53)

G4

variance 14-06
Greenfield,

allowance in hydraulic calculations for the sprinkler system. Variance (d) was to allow
changes in the building to not comply with current code, but to comply as modified by
the variances. Following discussion, Commissioner Brown moved to approve all of the
variances, with the second by Commissioner Corey. It was voted upon and carried.
14-07-38 Wabash Middle School Addition, Wabash

=considered the
approve, with

Commissioner Brown had called out this application, asking if they h
use of sprinklers. Following discussion, Commissioner Brenner mo

Monroe County Building Department. The regdest was %omlt the UV sc
disinfection system required for splash pad ipst ions. The p oponent stated

used to disinfect the water spray, unlike in a s ash 2pad. Following discussion,
Commissioner Brenner moved 1 i C ith the second by

Christina Collest e as proponent. The request was to allow an
addition to an ing exceeding the allowable area by 13%. The
addition, i
sprinklere \ } i sioner Mitchell moved to approve, with the

uld be provided. Commissioner Mitchell moved to rescind the tabling of
AL Trailer Leasing Hydrant, Indianapolis, 14-07-20 Mozzi’s Pizza,
~ 14-07-21 Putnam County Public Library Children’s Area Renovation,

Greencastle. Commissioner Corey made the second. It was voted upon and carried.

(5

14-06-65 PAL Trailer Leasing Hydrant, Indianapolis

10



(56)

(59

Randy King spoke as proponent. The request was to allow a construction trailer, used by
security personnel for approximately one hour per day to check in semi trailers and file
the paperwork, to exceed the allowable distance from a hydrant. Proposed road
construction will cause the trailer to be relocated, making this a temporary condition.
Following discussion, Commissioner Hoch moved to approve, with the second by
Commissioner Corey. It was voted upon and carried.

14-07-20 Mozzi’s Pizza, Greenfield

it the sprinkler
irectly to the

system requlred by an expanded seating area. Drywall had’fzen applie
roof structure, leaving no cavity to run sprinkler lin they” will inst
system, additional egress in the addition, and a fire .
for full fire department access. Following disc n, Commissioner Brenner

approve, with the second by Commissioner V.ga Deylen. I%
with a vote of 5 to 3. ' = £ &

heard together since they are similar. The governors for
ay and are not readily visible or accessible for the

it will not be available for purchase until December. Following
sion, Commtssioner Corey moved to approve with the condition that a means to

14-07-48(a)(b) Evansville Lutheran School Renovation, Evansville

Matt Lehman, RLehman Consulting, and Dan Temme, architect, spoke as proponents.
The code-required 2-hour fire wall will not be provided between the existing church
building and the sprinklered school addition. They wish to install fire barriers instead,

11



and provide NFPA 13 sprinklers in the addition with expansion into the existing structure
when further renovations are done. Following discussion, Commissioner Brenner moved
to approve (a) with the second by Commissioner Von Deylen. It was voted upon and
carried. Variance (b) was withdrawn.

(60) 14-07-50 Kelly’s Collision Center Addition, Bluffton

Christina Collester, RTM Consultants, spoke as proponent.
inspected and had a violation written requiring a rake wall and ing#

(61)  14-07-51(b) Rockstone Pizza / Big Lug’s, India

floor deck. The tenant space will
discussion, Commissioner Brenner

Corey. It was voted upon and carried. §

ten feet of combustible materials. The proponent felt that,
¢ grill was installed, the current fire code should not be
of the interpretation of the word “use” as it applies to the
de was held, as well as the code language involving the issue

(63) 14-07-54(a) Gateway Apartments, Bloomington

This had been missed in the block vote. Commissioner Von Deylen moved to approve,
with the second by Commissioner Corey. It was voted upon and carried.

12



(64) 14-07-55 10 North Mixed Use, Bloomington

Ed Rensink, RTM Consultants, spoke as proponent. The request wasb.allow the six
columns supporting the balcony overhang to be of unprotected conﬁmn They are
wrapped, steel beams. Jim Gerstbauer, Monroe Building Dep ment advised the
Commission that he did not oppose the variance. Following discussion, Commissioner
Brown moved to approve, with the second by Comm1ss1on£ore}%as voted upon
and carried. Commissioner Cloud abstained. n

(65) 14-07-56 Indiana State Fairgrounds Pav1llons I

Jessie Olvera, Director of Safety and Security, spo
allow the long standmg practice of show teams er

three years, in an effort to no
distribution patterns of sprinklers.
and require a portable fire extinguish
and canopies must be made to allow w: 1
be present in each tent or canopy. In 20 nts and ca310p1es must meet or exceed NFPA
701, with a portablt fir ingui ent under each tent or canopy. Following
i i pve with the condition that the occupants

an Eonsultants, spoke as proponent. Variance (a) was a request to
4 review only to the area of use, and not the entire building. The

Variance (b) was to omit the accessibility ramp to the 24 high platform in the sanctuary
area. It will be occupied by the pastor and deacons. Following discussion, Commissioner
Von Deylen moved that no variance was required, with the second by Commissioner
Corey. It was voted upon and carried.

13



4. Discussion and Commission action on Petitions for Review

L.M. Zeller and D/B/A Zeller Elevator Co
Leo mark Zeller, Andrew M. Boeglin
Louis M. Zeller III

Denial of Elevator Mechanic’s Li

Commissioner Mitchell. It was voted upon and carried.

5. Discussion concerning Indiana Energy Code applicability to ngs or structures that are

neither heated nor cooled.

t it was not necessary to
Plan Review if the design

Following a lengthy discussion, Commissio
~file a Comcheck report or other similar so
notes show the facility complies with prescr
the second. It was voted upon and carried.

6. Discussion conéerni; plicability to buildings or structures that are

ommissioner Corey made a motion that if design notes
've method for mechanical or electrical are on the plans

to stairways that serve only non-habitable attics.

A lengthy discussion was held, including input by Mark Fasel, Fishers Building Department,

and Jim Gerstbauer, Monroe County Building Department. No single interpretation was reached
by those present, and it was determined that variances would be needed.

14



8. Dean Illingworth, Code Compliance Officer, presented information concerning the impact of
House Bill 1301°s passage on the Plan Review process. He noted that the department was given
ten days in which to process a CDR application. A checklist has been developed for the process,
and if the application requires an RFI, an additional 20 days is added to the timetable. The
applicant then has up to 30 days, to respond to the RFI. He also noted that the department is now
operating on business days and not calendar days.

9. Comments — Chairman Hawkins : V. 4

Chairman Hawkins noted that problems in the electronic ﬁlal?;%iwlﬁme applic ad been

corrected, and that they had now advanced to the testing phas&of the system.

10. Comments — Mara Snyder

Mara Snyder, Director, Legal and Code Services, stated the
Commissioners needed to be completed and returned. She also d. that ethics training was
expected to be at the end of July. Jim Sc codes approved last
month, and hoped to be done by July 18™, , at the local plan review certification
criteria working group’s first meeting would =&

s recently mailed to the

11. Chairman Hawkin: Business. Hearing none, he then adjourned the
meeting at 3:13 p.m.
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